
WSA PROJECT NO. 13-073 The EDGE Business Resource Center 
 

ADDENDUM 1 

 

ADDENDUM NO. 1: 
Date:    February 20, 2017 
Project:   The EDGE Business Resource Center  
Owner:   The City of Tuscaloosa 
Owner’s Project No:  A16-1320 (Previously City #A14-1210) 
Architect:   Ward Scott Architecture, Inc. 
 

This Addendum forms a part of the Contract Documents and modifies the original Bid Documents dated July 30, 
2015, as noted below.  

Acknowledge receipt of this Addendum in the location provided on the Bid Proposal Form. 

The Pre-Bid conference scheduled for Wednesday, March 8, 2017 at 10am as advertised.  It will be held at 
Narashino Room of Tuscaloosa City Hall, 2201 University Boulevard, Tuscaloosa, Alabama 35401.  Attendance at 
the Pre-Bid Conference is mandatory in order to submit a bid for this project.  

 

1.1 GENERAL 
A. Remove all references to Deborah Roy Design, LLC in the project drawings and specifications.     

1.2 SPECIFICATIONS AND DRAWINGS 
A. Specifications 

1. Refer to Hardware Section #08710 – Hardware Schedule, page 11 – HS23.  Delete twelve doors from the 
project and their associated HW23 set:  # 130A, 140A, 140B, 141A, 141B, 142A, 143A, 144A, 145A, 145B, 
146A and 146B.   

B. Drawings – Revision #1 dated February 7, 2017 Attached Drawings: 
1. Refer to Cover Sheet G101.  Modify the City Project Number to A16-1320.  
2. Refer to Room Finish Schedule Sheet A001.  Delete the following rooms and associated room finishes from 

the Schedule:  Open Studio #157, Open Studio #158, Office #139, Office #140, Office #141, Office #142, 
Office #143, Office #144, Office #145 and Office #146.  Modify the finishes for Open Studio #153 as shown 
on the revised room finish schedule.    Add marker paint, #XXXX at Open Studio #153 north wall.  

3. Refer to Sheet A002 Opening Schedule and Elevations.  Delete twelve doors from the opening schedule:   
#130A, 140A, 140B, 141A, 141B, 142A, 143A, 144A, 145A, 145B, 146A and 146B.   

4. Refer to Drawing 1 Floor Plan Sheet A101.  Delete the walls and doors associated with the following room 
numbers:  Open Studio #157, Open Studio #158, Office #139, Office #140, Office #141, Office #142, Office 
#143, Office #144, Office #145 and Office #146.  The north wing area to be renamed as Open Studio #153 
as shown on the revised floor plan.  The wall partition located at the north end of room #153 Open Studio to 
remain at 9’0” A.F.F.   

5. Refer to Drawing #1 Furniture Plan Sheet A102.  The furniture shown at the Open Studio #157, Open Studio 
#158, Office #139, Office #140, Office #141, Office #142, Office #143, Office #144, Office #145 and Office 
#146 will be modified by the owner’s furniture vendor.  Delete the reference to furniture on the floor plan at 
this north wing area and the offices that have been deleted per item #3 above  Refer to electrical for 
receptacle, data and lighting revisions.   

6. Refer to #2 Building Section 2 on Sheet A301.  Delete the wall partition and modify the ceiling at the deleted 
office locations.  The wall partition located at the north end of room #153 Open Studio is shown at 9’-0” AFF.   

7. Refer to #2 Building Section 4 on Sheet A302.  Delete the wall partitions and doors at Office #140, #142, 
#144, #146, and modify ceiling as shown at acoustic tile suspended system.   

8. Refer to #5 Open Studio 153 North on Sheet A401.  Modify Soffit above the coffee area extend 6” beyond 
the partition wall located at the coffee counter.  



WARD SCOTT ARCHITECTURE TUSCALOOSA, ALABAMA 

2   ADDENDUM 

9. Refer to #13 Open Studio 158 North on Sheet A402. Omit this elevation.   
10. Refer to #6 Open Studio 153 Looking West on Sheet A401.  Modify the view and drawing title to: Open 

Studio 155 Looking North.  
11. Refer to #1 Level 1 Ceiling Plan on Sheet A501.  The suspended ACT ceiling system at the center of Open 

Studio #153 to be a continuous ceiling area where the center office wall partitions were removed.  Delete the 
AC-PNL-C Armstrong Soundscapes Blades Linear Acoustic Panels in entirety.  Replace with Armstrong 10” 
Axiom Aluminum Perimeter Trim with suspended lay-in acoustical panels as shown on revised Ceiling Plan.  
Refer to electrical for lighting changes.  

12. Refer to #1 First Floor Pattern Plan-B on Sheet A602.  Modify the carpet floor patterning as indicated on 
revised drawing at the north wing Open Studio #153.   

1.3 ATTACHED TO ADDENDUM 
A. Architectural Sheets G101, A001, A002, A101, A102, A301, A302, A401, A402, A501 and A602.   
B. RH Smith and Associates Addendum and Revised Sheets P102, M101, E001, E003, E101, E201, and E301. 
C. TALA Professional Services Addendum, Revised Specification Sections 272100, 272110, and Revised Sheets 

TD101, TD102, TD201, TD301, TD302, TD303, and TD304. 
 

END OF ADDENDUM 



 
 

 

    
 
 

 

 
 

 

 
 
 

 

MECHANICAL: 
1. Sheet M101, diffusers and return grilles serving individual offices removed. Open 

office area now served by 2-24x24” CD diffusers and return grille on remaining office 
wall. Thermostats on removed wall moved to new locations. 

 
PLUMBING: 

1. Sheet P102, pressure piping in removed wall shifted to wall directly plan south. 
 
ELECTRICAL: 

1. Sheet E001: (Sheet Reissued) See attached sheet for clouded revisions. 
2. Sheet E003, Panel ‘A’ Schedule: (Sheet Reissued) See attached sheet for clouded 

revisions. 
3. Sheet E101, Power Wiring Plan: (Sheet Reissued) See attached sheet for clouded 

revisions. 
4. Sheet E201, Lighting Plan: (Sheet Reissued) See attached sheet for clouded 

revisions. 
5. Sheet E300, Auxiliary Symbols: Add the following symbol: 

 
6. Sheet E301, Auxiliary Plan: (Sheet Reissued) See attached sheet for clouded 

revisions. 
 

END OF ADDENDUM 
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M E M O R A N D U M 
 

 

TO:   

 

Kim McMurray,  Ward Scott Architecture  

Jordan Morris, Ward Scott Architecture 

 

FROM:  

 

Tim Lewis, TALA Professional Services 

Terry Weaver, TALA Professional Services 

 

SUBJECT:  

 

 THE EDGE Project – Addendum #1 – IT/ Telecommmunications 

 

DATE:  

 

Febrauary 7, 2017 
 

Specification Section 272100, Data Communications Network Equipment 

1. Re-issued section in its entirety. (Replace Section 272100) 

Noted clarifications to specs for the contractors. 

 

 Specification Section 272110, Data Communications Network Equipment/ Outdoor 

Switches 

1. Re-issued section in its entirety. (Replace Section 272110) 

Changed/ Removed Contractor furnished and installed equipment to Owner 

Furnished and Contractor installed equipment. Noted clarifications to specs for the 

contractors. 

 

Sheet TD101, DataCom/ Telecom. Data Floor Plan Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD101) 

2. Corrected Floor Box Layout on the Data Floor Plan to agree with the removal of offices 

and changing to the Open Studio #153 North Wing Area.  

3. Re-locate/ Re-position (16) Floor Boxes in Open Studio #153 Area. North Wing. 

(6) D2/FB with 12 Cat6 OSP Cable Drops in Open Studio #137 East/ North Wing 

Change from (6) D2/FB to (6) D4/FB. 

(5) D4/FB with 20 Cat6 OSP Cable Drops in Open Studio #137 East/ North Wing 

To remain as (5) D4/FB. 

(3) D4/FB with 12 Cat6 OSP Cable Drops in Open Studio #137 West/ North 

Wing 

To remain as (3) D4/FB. 

(2) D6/FB with 12 Cat6 OSP Cable Drops in Open Studio #137 West/ North 

Wing 

1116 20
th

 Street South #306 

Birmingham, Alabama 35205 

205-369-3406 (c) 

www.talapro.com 
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Change from (2) D6/FB to (2) D4/FB. 

(All to be Re-positioned in Open Studio #153 Area.) 

4. Add and Position (14) Floor Boxes in Open Studio #153 Area. North Wing. 

(14) D4/FB with 56 Cat6 OSP Cable Drops in Open Studio #153/ North Wing 

(All to be Positioned in Open Studio #153 Area.) 

5. Re-locate/ Re-position (2) D4/ Wall Boxes in Open Studio #153 Area. North Wing. 

(2) D4/ Wall Boxes with 8 Cat6 ISP Cable Drops in Open Studio #153/ North 

Wing 

(All to be Re-positioned in Open Studio #153 Area.) 
6. Add and Position (4) Wall Boxes in Open Studio #153 Area. North Wing. 

(4) D4/ Wall Boxes with 16 Cat6 ISP Cable Drops in Open Studio #153/ North 

Wing 

(All to be Positioned in Open Studio #153 Area.) 

7. Delete (6) Wall Boxes in Open Studio #137 South Area. North Wing. 

(6) D2/ Wall Boxes with 12 Cat6 ISP Cable Drops in Open Studio #137/ North 

Wing 

8. Delete (16) Wall Boxes in Rooms #139, #140, #141, #142, #143, #144, #145 and #146 

North Wing. 

(16) D2/ Wall Boxes with 32 Cat6 ISP Cable Drops in North Wing. 

 

Summary- 

A. Reposition (16) Floor Boxes in Open Studio #153. 

B. Add (14) New Floor Boxes in Open Studio #153. 

C. Reposition/ Reallocate (56) Cat6 OSP Cable Drops in floor boxes. 

D. Add (64) Cat6 OSP Cable Drops in floor boxes. 

E. Reposition/ Reallocate (24) Cat6 ISP Cable Drops in wall outlets. 

F. Delete (28) Cat6 ISP Cable Drops in wall outlets. 

G. Reposition (6) Wall Boxes with conduit in Open Studio #153. 

H. Delete (18) Wall Boxes with conduit. 

 

Sheet TD102, DataCom/ Telecom. Audio Visual Floor Plan Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD102) 

2. Corrected Floor Box Layout on the AV Floor Plan to agree with the removal of offices 

and changing to the Open Studio #153 North Wing Area.  

 

Sheet TD201, Room/ Cabinet/ Fiber Layout Detail Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD201) 

2. No scope change, updated drawing to indicate fiber information and fiber cable 

identification labeling. 

3. Added Work Operation Numbers for clarifications for the contractors. 

4. Added TDV #1 vault and size 18”x 24”x 28” to drawing. 

5. Corrected FODPU Layout and Information on the drawing. 

 

Sheet TD301, Security Camera Site Layout Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD301) 
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2. No scope change, updated drawing to indicate fiber routing and fiber cable identification 

labeling. 

3. Added contractor notes for clarifications for the contractors. 

4. Added Work Operation Numbers for clarifications for the contractors. 

5. Added Work Operation directions in placement notes for clarifications for the 

contractors. 

6. Corrected Work Operation No. 7, TDV #1 vault size from 18”x 24”x 48” to 18”x 24”x 

28”. 

 

Sheet TD302, Typical Pole Detail Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD302) 

2. No scope change, updated detail drawings. Noted clarifications to notes for the 

contractors.  

 

Sheet TD303, Typical IT-Cabinet Detail Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD303) 

2. No scope change, updated detail drawings. Noted clarifications to notes for the 

contractors.  

 

Sheet TD304, Typical Pole Portals Opening Detail Drawing 

1. Re-issued drawing in its entirety. (Replace Drawing TD304) 

2. No scope change, updated detail drawings. Noted clarifications to notes for the 

contractors. 

 

 

End of IT/ Telecommunications Addendum 

 

 



CITY of TUSCALOOSA 

EDGE BUILDING PROJECT 

 

DATA COMMUNICATIONS NETWORK EQUIPMENT 272100-1 

SECTION 272100 – DATA COMMUNICATIONS NETWORK EQUIPMENT 

PART 1 - GENERAL 

1.1 SPECIAL SERVICES / SYSTEMS 

A. The data communications network equipment systems (Cisco Network Switch, Security Cameras, and 

Wireless Access Point Units) are to be provided by the Owner for this project.  It will not be the 

responsibility of the telecommunications special systems contractor to provide or install this equipment.  

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION (Not Applicable) 

END OF SECTION 272100 
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SECTION 272110 – DATA COMMUNICATIONS NETWORK EQUIPMENT/ OUTDOOR SWITCHES 

PART 1 - GENERAL 

 

1.1           DATA COMMUNICATIONS NETWORK EQUIPMENT/ OUTDOOR SWITCHES  

A. Contractor shall install a fully functioning outdoor network system as specified herein. 

B. The system shall include all necessary equipment to create a totally functioning outdoor network 

system. 

C. Furnishing and installing a turnkey Outdoor Data Network solution utilizing Cat6 and fiber cabling and 

related peripheral equipment as indicated and specified herein, and connecting the system and related 

peripherals to the cabling infrastructure and network. 

D. All equipment and materials shall be new and shall be designed specifically for the work to be done. 

E. Interfacing the system with the network and coordinating the installation of all required facilities, 

including the disconnection of all existing services and the re-connection of the new services at the 

new location with the Service Provider. 

F. For purpose of this project, Supplier shall assume that it will be expected to expend the labor to 

coordinate and manage the implementation of new carrier facilities and identifying and managing the 

disconnection of services that will no longer be required after cutover. 

G. All equipment described herein shall be the products of manufacturers as described herein. 

H. The Contractor/ Vendor must provide in the Contract, as a minimum, a one-year warranty on the 

proposed system(s), labor and those materials, and parts supplied by the Contractor unless stated 

otherwise in this document. The warranty will cover the contractor supplied parts/ equipment, labor, 

travel and miscellaneous costs. The warranty period will commence the day following the date of 

System Acceptance. The Vendor shall comply with this statement unless requirements differ for 

specific items as indicated below.  

I.     If the system fails to completely perform in accordance with the specifications and the contract 

documents, the contractor will take all necessary action, at no additional cost, to restore the system to 

perform in accordance with the system specification requirements and the contract documents. 

 

J. The data concerning the IT-Cabinet with all hardware, NEMA J-Box, Seal-tight conduit connections to 

the NEMA J-Box, Fiber and LIU/FODPU, CAT-6 Station Cable and Termination Box,(Under 

Division 270000) that are provided on the drawing documents are the – Telecommunications 

Vendor/Contractor’s Responsibility. 

 

K. The data concerning the underground conduit and QB/ Vaults, Innerducts and the Electrical 

Receptacle/Outlet in the IT-Cabinets/ Pole Mounted are (Under Division 260000) as well as the 

Ground Bar that are provided on the drawing documents are the – Electrical Contractor’s 

Responsibility. 

 

L. The Installation of all Outdoor Network Data Switches and Power Supplies with all Mounts and 

Mounting Hardware/Din Rail, Power Connections to the equipment, Ground Connections to the 



CITY of TUSCALOOSA 

EDGE BUILDING PROJECT 

 

DATA COMMUNICATIONS NETWORK EQUIPMENT/ OUTDOOR SWITCHES 272110-2 

equipment, Fiber Patch Cords and the CAT-6 Patch Cords in the IT-Cabinet are the Data Network- 

Vendor/Contractor’s Responsibility. 

 

M. All Fiber and CAT-6 Patch Cords are being provided under this contract. All Patch Cords will be 

provided by the Vendors/Contractor for installation. 

 

 

1.2 NETWORK EQUIPMENT SYSTEM INSTALLATION 

  

A. Contractor/ Vendor shall install (3/ Three -Owner Provided Transitions Network Switches and Power 

Supplies) Outdoor Network Equipment System. 

 

B. Contractor/ Vendor shall install (1-Owner Provided Fiber Network Cisco Switches and Eaton (2) 9130-

2000 UPS Unit/Battery Rack Mount Units in the Eqmt. Cabinet) Indoor Network Equipment System in the 

Edge Building.  

 

 

C. Contractor/ Vendor shall be responsible for the installation of the Network Equipment, the City IT-

Department shall provide equipment and program the system. 

 

D. Contractor/ Vendor shall coordinate and set up all network records including IP Number assignments and 

MAC Addresses all devices connected to the network. 

 

E. The Contractor/ Vendor shall make up and provide an Industrial Grade Electrical Extension Cord 18” to 

24” in length from the Transition Networks Power Supplies to the Electrical Outlet/Receptacle in each IT-

Comm. Cabinet. There shall also be an Electrical Wiring Harness placed between the Transition Networks 

Switches and the Transition Networks Power Supplies for connection. The cords and harness shall be 

routed and neatly secured to the cabinet backboard. 

 

F. The Fiber Backbone/SM-OSP System is being installed under this contract. 

 

G. All Fiber and Cat-6 jumper/patch cords are being furnished under this contract.   

 

PART 2 - PRODUCTS (Not Applicable) 

PART 3 - EXECUTION (Not Applicable) 

END OF SECTION 272110 
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DOOR SCHEDULE

DOOR
NUMBER

FIRE
RATING

DOOR DOOR
ELEV.

DOOR DOOR
GLAZING

FRAME FRAME
GLAZING HARDWARE SIGNAGE COMMENTSWIDTH HEIGHT MATERIAL ELEV. MATERIAL

101A 3'-0" 7'-0" D3 ALUM G1 SF10 ALUM G1 HW7 D
101AA 3'-0" 7'-0" D3 ALUM G1 SF14 ALUM G1 HW19 E
101BA 3'-0" 7'-0" D3 ALUM G1 SF14 ALUM G1 HW19 E
101CA 3'-0" 7'-0" D3 ALUM G1 SF14 ALUM G1 HW19 E
101DA 3'-0" 7'-0" D3 ALUM G1 SF14 ALUM G1 HW19 E
101EA 3'-0" 7'-0" D1 WD - - F1 HM - - HW22 C
102A 3'-0" 7'-0" D1 WD - - F1 HM - - HW22 C
103A 3'-0" 7'-0" D2 WD G1 F1 HM - - HW8 C
103B 3'-0" 7'-0" D2 WD G1 F1 HM - - HW15 C
104A 3'-0" 7'-0" D1 WD - - F1 HM - - HW20 C
105A 3'-0" 7'-0" D1 WD - - F1 HM - - HW11 C
106A 3'-0" 7'-0" D1 WD - - F1 HM - - HW10 C
107A 3'-0" 7'-0" D1 WD - - F1 HM - - HW21 C
108A 3'-0" 7'-0" D1 WD - - F1 HM - - HW12 C
111A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE

ELEVATION
HW23 D

111B 3'-0" 7'-0" D1 WD - - F1 HM - - HW23 - -
112A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE

ELEVATION
HW23 D

113A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE
ELEVATION

HW23 D

113B 3'-0" 7'-0" D1 WD - - F1 HM - - HW23 - -
114A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE

ELEVATION
HW23 D

115A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE
ELEVATION

HW23 D

116A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE
ELEVATION

HW23 D

117A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE
ELEVATION

HW23 D

117B 3'-0" 7'-0" D1 WD - - F1 HM - - HW23 - -
118A 3'-0" 7'-0" D3 ALUM G2 SF9 ALUM SEE

ELEVATION
HW23 D

118B 3'-0" 7'-0" D1 WD - - F1 HM - - HW23 - -
119A 2HR 8'-0" 7'-0" D1 HM - - F2 HM - - HW6 F 2HR. / STORM SHELTER RATED
119B 2HR 8'-0" 7'-0" D1 HM - - F2 HM - - HW6 F 2HR. / STORM SHELTER RATED
120A 3'-0" 7'-0" D1 WD - - F1 HM - - HW16 B
121A 3'-0" 7'-0" D1 WD - - F1 HM - - HW20 C
122A 3'-0" 7'-0" D1 WD - - F1 HM - - HW9 C
123A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
123B 6'-8" 6'-10"
124A 6'-8" 6'-10"
124B 6'-8" 6'-10"
125A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
125B 6'-8" 6'-10"
126A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
126B 6'-8" 6'-10"
126C 6'-0" 8'-0" D3 ALUM SEE ELEV SF1A ALUM FT HW1 - -
127A 3'-0" 7'-0" D1 WD - - F1 HM - - HW16 B
128A 3'-0" 7'-0" D2 WD G1 F1 HM - - HW13 C
128B 3'-0" 7'-0" D2 WD G1 F1 HM - - HW14 C
132A 3'-0" 7'-0" D1 WD - - F1 HM - - HW18 A
133A 3'-0" 7'-0" D1 WD - - F1 HM - - HW18 A
134A 3'-0" 7'-0" D1 WD - - F1 HM - - HW11 C
135A 3'-0" 7'-0" D3 ALUM G2 F1 ALUM - - HW13 C
136A 3'-0" 7'-0" D3 ALUM G1 SF15 ALUM SEE

ELEVATION
HW17 C

147A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
148A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
149A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
150A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
151A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
152A 3'-0" 7'-0" D1 WD - - F1 HM - - HW19 D
153A 6'-0" 8'-0" D3 ALUM SEE ELEV SF5 ALUM FT HW2 - -
156A 3'-0" 8'-0" D3 ALUM SEE ELEV SF7 ALUM FT HW4 - -
198A 3'-0" 7'-0" D1 WD - - F1 HM - - HW21 - -
199A 4'-0" 7'-0" D1 HM - - F2 HM - - HW5 C STORM SHELTER RATED

C102A 6'-0" 8'-0" D3 ALUM SEE ELEV SF1A ALUM FT HW1 - -
C102B 6'-0" 8'-0" D3 ALUM SEE ELEV SF1B ALUM FT HW2 - -
C103A 6'-0" 8'-0" D3 ALUM SEE ELEV SF1A ALUM FT HW1 - -
C103B 6'-0" 8'-0" D3 ALUM SEE ELEV SF1B ALUM FT HW2 - -
C107A 3'-0" 7'-0" D2 WD G1 F1 HM - - HW13 - -
C107B 3'-0" 7'-0" D2 WD G1 F1 HM - - HW13 - -

SCALE:   1/4" = 1'-0"1 FRAME ELEVATION- SF3SCALE:   1/4" = 1'-0"3 FRAME ELEVATION- SF4

SCALE:   1/4" = 1'-0"5 FRAME ELEVATION- SF2A

SCALE:   1/4" = 1'-0"
FRAME ELEVATIONS- SF1A

SCALE:   1/4" = 1'-0"6 FRAME ELEVATION- SF5

8

SCALE:   1/4" = 1'-0"4 FRAME ELEVATION- SF2B

GLAZING SCHEDULE

G1: 1/4" CLEAR TEMPERED GLASS

G2: 1/4" FROSTED TEMPERED GLASS

G3: 1" INSULATED GLAZING UNIT WITH VISTA
COOL TINTING

G4: 1" INSULATED GLAZING UNIT WITH SOLAR
COOL TINTING

G5: 1" INSULATED ALUMINUM PANEL

G6: SAME AS G3 WITH TEMPERED GLAZING

G7: SAME AS G4 WITH TEMPERED GLAZING

VERIFY TUBE PENETRATION
LOCATIONS WITH STEEL SHOP DRAWINGS

VERIFY TUBE PENETRATION
LOCATIONS WITH STEEL SHOP DRAWINGS

NOTE:  SF1A SPECIFIED UNDER
SECTION 084113 ALUMINUM
STOREFRONT
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SCALE:   3/32" = 1'-0"1 FLOOR PLAN

NORTH

REFERENCE NOTES

NUMBER NOTE
1 MARKER BOARD
2 PROVIDE BLOCKING FOR

MONITORS, FURNITURE MOUNT,
ACOUSTICAL PANELS, ETC. SEE
ELEV. OR EQUIP. & FEATURE
LOCATIONS

3 BIKE RACK
4 CENTER WALL ON COL. LINE
5 FURR PARTITION AROUND

STORM DRAINS

GENERAL NOTES:

ALL INTERIOR WALL PARTITIONS TO BE CONSIDERED 1A
UNLESS NOTED OTHERWISE.

REVISIONS

# DESC DATE
1 ADDENDA

#1
2/8/17





FLOOR PLAN
0"

LOW ROOF PLAN
NORTH

15'-2 1/2"

1

TOM LOW
PARAPET

19'-8"

2
A302

41.6 2.2 2.8 3.4

A311
1

OFFICE
149

GWB ON
METAL STUD
WALL (TYP.)

SUSPENDED ACT
CEILING (TYP)

OFFICE
148

OFFICE
147

OFFICE
150

OFFICE
151

OFFICE
152

WINDOWS
BEYOND

ROOFING SYSTEM

EXTERIOR WALL
SYSTEM

TOP OF FOOTING
-2'-0"

MTL. WALL PANELS
AT HIGH PARAPET
WALLS

SINGLE PLY
MEMEBRANE AT
LOW PARAPET
WALLS

1
A332

T.O.M. HIGH
PARAPET

22'-4"

A332
2

A332
2

FLOOR PLAN
0"

LOW ROOF PLAN
NORTH

15'-2 1/2"

2 31

TOM LOW
PARAPET

19'-8"

2
A302 4

1.6 2.2 2.8 3.4

A311
2

SUSPENDED
GWB CEILING

SUSPENDED
GWB CEILING

ROOFING
SYSTEM

STOREFRONT SYSTEM
W/ENTRY DOORS

GWB ON METAL STUD WALL
(GWB ONE SIDE @OFFICES
ABOVE CEILING)

STOREFRONT SYSTEM
SUSPENDED ACT
CEILING (TYP)

TOP OF FOOTING
-2'-0"

1
A332

LIGHT FIXTURE

11'-0"

OPEN STUDIO
153

LIGHT FIXTURE

9' WING WALL BEYOND

9' WING WALL BEYOND

MARKER PAINT WALL

10'-0"

1

PROJ NO:
DATE:

C
op

yr
ig

h t
 W

a r
d 

S
c o

tt 
A

rc
hi

te
c t

ur
e,

 In
c.

 A
ll 

R
ig

h t
s 

R
e s

er
ve

d
C

:\U
se

rs
\ a

m
in

ifi
el

d\
D

o c
um

en
ts

\R
ev

it-
LO

C
AL

\1
3 -

07
3-

T H
E 

ED
G

E-
2 0

16
 C

EN
TR

AL
_a

m
in

ifi
el

d @
w

ar
d-

sc
ot

t.c
om

. rv
t

2/
9 /

20
17

 4
:0

4:
4 4

 P
M

A301

T
H

E
 C

IT
Y

 O
F

 T
U

S
C

A
LO

O
S

A
T

H
E

 E
D

G
E

 B
U

S
IN

E
S

S
 R

E
S

O
U

R
C

E
 C

E
N

T
E

R

7-30-15
13-073

CONSTRUCTION
DOCUMENTS

BUILDING SECTIONS

26
27

 1
0T

H
 A

V
E

N
U

E
,

T
U

S
C

A
LO

O
S

A
, A

LA
B

A
M

A

SCALE:   1/4" = 1'-0"1 BUILDING SECTION 1

SCALE:   1/4" = 1'-0"2 BUILDING SECTION 2
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FLOOR PLAN
0"

LOW ROOF PLAN
NORTH

15'-2 1/2"

A.6 A.4

TOM LOW
PARAPET

19'-8"

A.5 A.3
1

A301
2

A301

A.1A.2

RECEPTION
C106

OFFICE
150

SUSPENDED
GWB CEILINGSUSPENDED ACT

CEILING (TYP)
SUSPENDED
GWB CEILING

ROOFING SYSTEM

EXTERIOR WALL
SYSTEM

TOP OF FOOTING
-2'-0"

A312
1

T.O.M. HIGH
PARAPET

22'-4"

PARAPET BEYOND.
PVC MEMBRANE
FULL HT. CONT. TYP

A313
3

LOCKERS

OPEN STUDIO
153

1
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SCALE:   1/4" = 1'-0"1 BUILDING SECTION 3

SCALE:   1/4" = 1'-0"2 BUILDING SECTION 4

STOREFRONT WINDOWS

REVISIONS
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3'
-6

"

2'
-8

"

SP-1

COLUMN COVER

SOFFIT BEYOND
PNT-5

PNT-6

STAINLESS
LETTERS ON
STANDOFFS

SS-2 WV-2WV-1WV-2

WD-1WD-1

SOFFIT
BEYOND
PNT-5

PNT-6

COLUMN
COVER

SOFFIT
BEYOND
PNT-5

SPW-1

PNT-10

WV-1

WD-2PL-2
REVEALS,
TYP

WD-1

EQ.
EQ

.

LINE WHERE
PAINT COLOR
CHANGES

PNT-4

PNT-1

1'
-9

"

PNT-10
PNT-10

2'
-8

"

3'
-6

"

SS-2

SOFFIT
ABOVE
PNT-6

WD-1 SP-1

PNT-6

SIGNAGE ON
STANDOFFS

WV-2

COLUMN
COVER

DECORATIVE
PENDANT
LIGHT, TYP

WV-1

WV-2 1" RADIUS

3/4" SPW-1

EQ

EQ
.

WD-2

2'
-8

"

3'
-6

"

SS-2

WV-1

SOFFIT
PNT-6

SP-11/4" RADIUS

WD-2 WV-2 WD-1

SIGNAGE ON
STANDOFFS

SPW-1

PNT-7
(BACK OF
WALL)

PNT-6

EQ

EQ

78° 67°

1'
-0

"
1'

-8
"

2'-0"

3 5/8" EQ. EQ. EQ. EQ.

5'-2"

2'
-1

0"
1'

-6
"

3'
-0

"

7'
-4

"

4"
2'

-6
"

2'
-3

"
2'

-3
"

7'
-4

"

SS-1

PL-1 WITH EB-1

SOFFIT
PNT-6 ALL SIDES

6
A411

7
A411

RB-1

PNT-3
PL-1
WITH
EB-12'

-8
"

10
'-0

"

PNT-3

1'
-0

"

coffee.
edit.
save.
repeat.

EQ. EQ. EQ. EQ. EQ. EQ. 2'-0 1/8" 3"

2'
-1

0"

PL-1

SS-1

9'-3 3/4" 2'-0" 10'-6" 1'-4"

1
A411

SIM

2
A411

SIM

3
A411

SIM

PL-1

8" STAINLESS STEEL
LETTERS ON STANDOFFS
AS SHOWN

PNT-1

10
'-0

"
1'

-0
"1

0"

SOFFIT
PNT-5

6"

1

SOFFIT
PNT-5

SPW-2

SPW-2

SPW-2

SPW-2

SPW-2

SPW-3

SPW-2

SPW-3 SPW-3

PNT-8

PNT-1

SOFFIT
PNT-5

PNT-8

PNT-1

SPW-3 SPW-2 SPW-3

SOFFIT
PNT-5

SPW-2

SPW-3

SPW-3

SPW-3

10
"

PNT-1 PNT-1SPW-2

SPW-3

SPW-2

SPW-3

SPW-3

SPW-2

SPW-3

SPW-2

3'-6" 3'-6" 3'-6" 3'-6" 3'-6" 3'-6"

EQUAL 21'-0" EQUAL

4"

11
'-0

"

2'
-4

"
2'

-4
"

2'
-4

"
1'

-1
0"

1'
-1

0"

SPW-2 SPW-3

WOOD
TRIM

PNT-5

SOFFIT
PNT-6
ALL
SIDES

SOFFIT
PNT-5
ALL SIDES

SPGF-1 DECORATIVE FILM
TYPICAL ON ALL OFFICE
STOREFRONT
1" OFF FRAME

PNT-3PNT-1

PNT-1

RB-1 RB-1

1'
-0

"1
0"

1
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SCALE:   3/8" = 1'-0"1 RECEPTION DESK NORTH
SCALE:   3/8" = 1'-0"2 RECEPTION DESK WEST

SCALE:   3/8" = 1'-0"3 RECEPTION DESK EASTSCALE:   3/8" = 1'-0"4 OPEN STUDIO 153
EASTSCALE:   3/8" = 1'-0"5 OPEN STUDIO 153 NORTH

SCALE:   3/8" = 1'-0"7 OPEN STUDIO 110 EAST

SCALE:   3/8" = 1'-0"6 OPEN STUDIO 155 LOOKING NORTH

REVISIONS

# DESC DATE
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U.S. MAIL
SALSBURY

OUTGOING MAIL

U.S. MAIL
SALSBURY

OUTGOING MAIL

U.S. MAIL
SALSBURY

OUTGOING MAIL

U.S. MAIL
SALSBURY

OUTGOING MAIL

U.S. MAIL
SALSBURY

OUTGOING MAIL

3'-1"

PT-3

PMT-1

PT-4

PMT-1

PT-3

SCHLUTER
RONDEC AT
ALL OUTSIDE
CORNERS

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM (WING WALLS INCLUDED)

STAINLESS
STEEL
TOILET
PARTITIONS

NOTE:  SEE
GENERAL NOTE
ON A601
REGARDING
WALL TILE
PATTERN/
FLOOR SLOPE17'-1"

1" 3'-1" 1" 5'-0" 4 7/8" 5'-4 1/4"

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM  (WING WALLS INCLUDED)

PT-3

PMT-1

PT-4

PMT-1

PT-3

SCHLUTER
RONDEC AT

ALL OUTSIDE
CORNERS

STAINLESS
STEEL
TOILET
PARTITION

NOTE:  SEE
GENERAL NOTE
ON A601
REGARDING
WALL TILE
PATTERN/
FLOOR SLOPE

2'-10" 1" 5'-1"

8'-0"

2'
-1

0" PT-3

PMT-1

PT-4

PMT-1

PT-3

SCHLUTER
RONDEC AT
ALL OUTSIDE
CORNERS

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM  (WING WALLS INCLUDED)

8
A411

SS-2

NOTE:  SEE
GENERAL NOTE
ON A601
REGARDING
WALL TILE
PATTERN/
FLOOR SLOPE

2'-9" 5'-3"

8'-0"

4'-0"

2'
-1

0"

PMT-1

PT-4

PMT-1

PT-3

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM

9
A411

SS-2

PL-1

PT-3

PMT-1

PT-4

PMT-1

PT-3

SCHLUTER
RONDEC AT
ALL OUTSIDE
CORNERS

2'
-1

0"

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM (WING WALLS INCLUDED)

8
A411

SS-2

NOTE:  SEE
GENERAL NOTE
ON A601
REGARDING
WALL TILE
PATTERN/
FLOOR SLOPE

7'-5 7/8" 3'-10"5'-4 1/4" 4 7/8"

17'-1"

3'-1 1/2" 4'-0 1/2" 5'-2"

2'
-1

0" PT-3

PMT-1

PT-4

PMT-1

PT-3

SCHLUTER
RONDEC AT
ALL OUTSIDE
CORNERS

NOTE: TILE PATTERN TO BE ON ALL WALLS OF ROOM

8
A411

SS-2

6'-1"

9'
-0

"

PT-3

PMT-1

PT-4

PMT-1

PT-3

2'-0" 11'-0"

2'
-1

0"

SS-1

PL-1 WITH EB-1

EQ. EQ. EQ. EQ. EQ. EQ. 2'-2 1/4"

1
A411

3
A411

SIM SIM

PNT-4

RB-1

12
'-0

"

PNT-9

PNT-12

MICROWAVE

VENDING
MACHINE
N.I.C.

REFRIGERATOR

MICROWAVE

VENDING
MACHINE
N.I.C.

10'-0"10'-0"

20'-0"

2'
-1

0"
2'

-0
"

3'
-0

"

7'
-1

0"

10
'-0

"

PL-1

PL-1

SS-1

2
A411

5
A411

3
A411

1'
-8

"

DISH-
WASHER

2'-0"2'-9"1'-3"1'-3"1'-3"1'-3" 3"

SIM

PL-1 WITH EB-1

SS-3 PL-1 WITH EB-1

13'-8" 3'-0"

3'
-0

"
2'

-0
"

2'
-1

0"

7'
-1

0"

4
A411

EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

3'-0" 2'-6"
5'-6"

2'
-1

0"

COPIER
N.I.C.

6" EQ
3/4"

EQ 3/4"

ELECTRICAL OUTLET

POST BY FURNITURE
VENDOR

SS-3PL-1

5
A412mail.

17'-2 1/2"

2'-0" 13'-2 1/2" 2'-0"

7'
-0

"

6"
1'

-0
"

2 
5/

8"
4'

-0
"

1'
-3

 1
/2

"

8'
-2

 1
/2

"

PNT-4

PNT-3

PNT-9

PNT-3

RB-1

8" STAINLESS
STEEL LETTERS
ON STANDOFFS

SOFFIT
PNT-5

ALIGN WITH
STRIPE ON FLOOR

PNT-4

PNT-1 PNT-1

PNT-1

RB-1 RB-1

10
"PNT-1

PNT-4

PNT-7

COLUMN COVER

10
'-0

"
8"

8"4'-0"

MATCHING CORNER
COVERS
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SCALE:   3/8" = 1'-0"1 WOMENS 132 NORTH
SCALE:   3/8" = 1'-0"3 MENS 133 NORTH

SCALE:   3/8" = 1'-0"4 MENS 133 SOUTH

SCALE:   3/8" = 1'-0"6 RESTROOM 127

SCALE:   3/8" = 1'-0"2 WOMENS 132 SOUTH

SCALE:   3/8" = 1'-0"7 RESTROOM 120 WITH SHOWER
SCALE:   3/8" = 1'-0"5 WATER FOUNTAINS AT CORRIDOR

C104SCALE:   3/8" = 1'-0"8 TRAINING ROOM 103 NORTH

SCALE:   3/8" = 1'-0"9 KITCHEN 128
SCALE:   3/8" = 1'-0"10 WORKROOM 136 NORTH

SCALE:   3/8" = 1'-0"11 WORKROOM 136  ISLAND
SCALE:   3/8" = 1'-0"12 WORKROOM 136 SOUTH

SCALE:   3/8" = 1'-0"13 OPEN STUDIO 158 NORTH
SCALE:   3/8" = 1'-0"14 CORRIDOR C104 SOFFIT

REVISIONS

# DESC DATE
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#1
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OMIT THIS DETAIL

1



11'-0"

11'-0"

11'-0"

11'-0"

9'-0"

10'-6"

12'-0"

10'-0" 10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

10'-0"

11'-2 3/4"

11'-0"

10'-0"

10'-0" 10'-0" 10'-0" 10'-0"

10'-0"

10'-0"

10'-0"

10'-2"

10'-0"

10'-0"
OPEN TO

DECK

OPEN
TO

DECK

OPEN
TO

DECK

OPEN
TO

DECK

OPEN TO
DECK

OPEN TO
DECK

OPEN TO
DECK

OPEN TO
DECK

OPEN TO
DECK

OPEN TO
DECK

11'-4"

11'-4"

11'-4"

ARMSTRONG 8" AXIOM KNIFE
EDGE ALUM. PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

11'-0"

11'-0"

11'-0"

11'-0"

10'-6"

10'-6"

9'-6"

9'-6"

LIGHT

LIGHT

LIGHT

LIGHT

9'-0"

9'-0"

9'-0"

10'-0"

9'-0"

OPEN TO DECK

10'-0"

OPEN TO DECK

3'-0"

4'-0"

4'-0"

ARMSTRONG 10" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 10" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 8" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 8" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 8" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 10" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 8" AXIOM
ALUMINUM PERIMETER TRIM
WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

PNT-5

PNT-5

PNT-5

PNT-5

PNT-5

PNT-5

PNT-6

PNT-6

PNT-7

PNT-5

PNT-5

PNT-7

PNT-6

PNT-5

10'-0"

10'-0"

10'-6"

ROOF HATCH

9'-0" SOFFIT

ROOF HATCH

9'-0" SOFFIT

7'
-1

 1
/8

"

3'
-1

"

2'
-0

"

3'
-1

"

5'
-4

 5
/8

"

1'-6"

4"

10'-0"

4'
-0

"

4'-0"

10'-6"

10'-6"

A501
2

12'-0"
VERIFY

1'-6"

LIGHT

LIGHT
9'-6"

6
A313

9 1/4" THICK GWB
SOFFIT ABOVE STORE-
FRONT

EJ-1

EJ-1

EJ-1

EJ-1

EJ-3

EJ-3

PNT-5

11'-2 3/4"

3'
-0

 7
/8

"

12'-0"

A501
3

A501
3

OPP.

6'-0"

4'-0"

7'-
0"

5'-0"

9'-6"

10'-6"

PNT-10

PNT-10 PNT-10

PNT-10

10'-0"

1

11'-0"

10'-0"

4'-0"

7'-0"

4
A501

OPEN TO
DECK

10'-6"

LIGHT

LIGHT

ARMSTRONG 10" AXIOM
ALUMINUM PERIMETER TRIM

WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

ARMSTRONG 8" AXIOM
ALUMINUM PERIMETER TRIM

WITH SUSPENDED LAY-IN
ACOUSTICAL PANELS

10'-6"

10'-6"
LIGHT

6"

REFLECTED CEILING PLAN  LEGEND

2' X 2' ACOUSTICAL PANEL CEILING TILE

GYPSUM BOARD CEILING

EXPOSED CEILING

2' X 4' LIGHT FIXTURE

2' X 2' LIGHT FIXTURE

CAN LIGHT FIXTURE

PENDANT LIGHT

OPEN
TO DECK

WALL MOUNTED LIGHT FIXTURE

LINEAR LIGHT FIXTURE

RECESSED LIGHT FIXTURE

ROUND LIGHT FIXTURE WITH ACRYLIC LENS

MECHANICAL SUPPLY DIFFUSER

MECHANICAL RETURN DIFFUSER

AIR VENT

NOTE:  LIGHT FIXTURES SHOWN ON ARCHITECTURAL PLANS ARE FOR COORDINATION AND
LOCATION PURPOSES BASED ON CEILING GRID LAYOUT AS SHOWN.  ALL FIXTURES TYPES
AND CIRCUITRY BY ELECTRICAL ENGINEER.  NOTIFY ARCHITECT IF DISCREPANCY IS
NOTED FROM FIELD CONDITION AND CEILING GRID SYSTEM INSTALLED.

ALL CEILINGS ARE AT 10'-0" UNLESS OTHERWISE NOTED.

PROVIDE AXIOM TRIM OR EQUIVALENT EDGE AT ALL LOCATIONS SHOWN & AT LOCATIONS
WHERE AC-PNL CEILING ABUTS OPEN STRUCTURE.

P

2 3

A.6

5'-5 1/4" 9 1/4" 9'-11 7/8" 16'-0" 1'-9 5/8"

5'
-0

"

6'
-0

"

13
'-3

"

POSTS UP TO
W16 AT COLUMN A.6

INTERMEDIATE MEMBERS
AS REQUIRED
4X4 HSS FRAME
T.O.S. 12'-0" .093 CONTROL JOINT

1'
-0

"

.093 CONTROL JOINT

.093 CONTROL JOINT
AT CORNER B/T SOFFITS

3
A313

EQ. EQ. EQ.

EQ
.

EQ
.

EQ
.

SEALANT JT.

PAINTED STEEL
ARCH

D
.E

.F
.S

. S
O

FF
I T

AR
C

H
ED

 S
U

SP
EN

D
ED

2'
-8

"

2'-8"

4'-4"

14
'-6

1 _ 2"

13
'-0

"

1'
-1

1 _ 2"
1'

-6
1 _ 2"

10'-8"

1'
-8

"
1'

-0
"

15'-0"

11"

1'
-6

1 _ 2"

C.J.

C.J.

C.J.

BRICK COLUMN

COLUMN COVER

PAINTED STEEL
SOFFIT

C.J.

COLUMN COVER

PAINTED STEEL
SOFFIT

C.J.

LIGHT FIXTURES

ARCHED GWB
SOFFIT

STOREFRONT

LC

BRICK COLUMN

D.E.F.S. SOFFIT

D.E.F.S. SOFFIT

GWB HEADER

SUSPENDED ACOUSTICAL TILE

GYP BOARD SOFFIT

11'-0"

9'-10" 10'-0"
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